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CERTIFICATE OF COMPLIANCE

HAZARDOUS LOCATION ELECTRICAL EQUIPMENT
PER CANADIAN REQUIREMENTS

This certificate is issued for the following equipment:

GAD2 Automatic Powder Applicator and GM02 Manual Powder Applicator for use with the OptiStar CG06
Control Unit and the GMO02 Manual Powder Applicator for use with the OptiStar CG07 Control Unit for use in
Electrostatic Finishing Applications using Class I, Spray Materials. The Control Units are rated for use in
Class ll, Division 2 hazardous locations with an indoor environmental rating of IP6X.

Equipment Ratings:

GAQ2 Automatic Powder Applicator and GMO2 Manual Powder Applicator with the OptiStar CG06 Control Unit
and the GM02 Manual Powder Applicator for use with the OptiStar CG07 Control Unit for use in Electrostatic
Finishing Applications using Class il, Spray Materials. The Control Units are rated for use in Class If, Division
2 hazardous locations with an indoor environmental rating of IP6X.
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ITW GEMA,
4141 West 54" Street
Indianapolis, IN 46254-3728
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This certifies that the equipment described has been found to comply with the following
Approval Standards and other documents:

Class 7260 1996
"CSA-C22.2 No. 0.4 1682
CSA-C22.2 No. 142 1987
(Reaffirmed) 1993
C3A-C22.2 No. 60529 2005
CSA-C22.2 No.25 1966
(Reaffirmed) 1992
Original Project ID: 3029044C Approval Granted: JZzrécze ? T

Subsequent Revision Reports / Date Approval Amended
Report Number  Date Report Number Date

FM Approvals LLC

Robert L. Martell, %’g Date

Assistant Vice President
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